
REPAIR, EVALUATION, MAINTENANCE, AND

AD-A247 557 REHABILITATION RESEARCH PROGRAM

lI ilit ~II ~ ~ ~Ill I I Iill ~II~llt TECHNICAL REPORT REMR-EM-7

S AryCop

HIGH-SOLIDS AND 100-PERCENT SOLIDS COATINGS:
A STATE-OF-THE-ART INVESTIGATION

by

John Baker

Bureau of Reclamation
Research and Laboratory Service Division

Denver, CO 80225

and

Alfred D. Beitelman

US Army Construction Engineering Research Laboratory
PO box 9005, Champaign, IL 61826-9005

AEL ECT E

MAR 17,199.4

January 1992 (.0
Final Report

Approved For Public Release; Distribution Unlimited 0

RESCAnCH Prepared for DEPARTMENT OF THE ARMY
US Army Corps of Engineers
Washington, DC 20314-1000

Under Civil Works Research Work Unit 32417



Best
Available

Copy



The following two letters used as part of the number designating technical reports of research published under the Repair, Evaluation,
Maintenance, and Rehabilitation (REMR) Research Program Identify the problem area under which the report was prepared:

Problem Area Problem Area

GS Concrete and Steel Structures EM Electrical and Mechanical

GT Geotechnical El Environmental Impacts

HY Hydraulics OM Operations Management

CO Coastal

Destroy this report when no longer needed. Do not return
it to the originator.

The findings in this report are not to be construed as an official
Department of the Army position unless so designated

by other authorized documents.

The contents of this report are not to be used for
advertising, publication, or promotional purposes.
Citation of trade names does not constitute an
official endorsement or approval of the use of

such commercial products.

COVER PHOTOS

TOP Media blasting a test Fanel

BOTTOM - Conducting a mandrel bend test.



REPORT DOCUMENTATION PAGE Form Approved
OMB No. 0704-0188

Publio reporting burden for thb colection of information is estimated to average I hour per respone, including the time for reviewing instrudtons, earching existing data sources,
gathering and maintaining the data needed, and cornpleting And reviewing the collection of information. Send comments regarding thie burden estimate or any other aspect of this
collection of Information, including suggestion& for redud.,g this burden, to Washington Headquarters Senrices, Directorate for Information Operations and Ripoits, 1215 Jefferson
Davis Highway, Suite 1204, Arlington, VA 22202M- and to the Offlie of Management and Budget, Paperwork Reduction Project (0704-0188), Washington. DC 20503.

1. AGENCY USE ONLY (Leave B6ank) 2. REPORT DATE 3. REPORT TYPE AND DATES COVERED

January 1992 Final
4. TITLE AND SUBTITLE 5. FUNDING NUMBERS

High-Solids and 100-Percent Solids Coatings:
A State-of-the-Art Investigation CWU 32417

6. AUTHOR(S)

John Bakttr and Alfred D. Beitelman

7. PERFORMING ORGANIZATION NAME(S) AND ADDRESS(ES) 8. PERFORMING ORGANIZATION
REPORT NUMBER

Bureau of Reclamation US Army Construction
Research and Laboratory Service Division Engineering Research Laboratory
Denver, CO 80225 PO Box 9005

Champaign, IL 61826-9005

9. SPONSORiNG(MONITORING AGENCY NAME(S) AND ADDRESS(ES) 10. SPONSORINGMONITORING
AGENCY REPORT NUMBER

HQUSACE T.R. REMR-EM-7
AfN: CECW-OM
20 Massachusetts Avenue, NW.
Washington, DC 20314-1000

11. SUPPLEMENTARY NOTES
Copies are available from the National Technical Information Service, 5285 Port Royal Road, Springfield, VA 22161.

12a. DISTRIBUTION/AVAILABILITY STATEMENT 12b. DISTRIBUTION CODE

Approved for public release; distribution unlimited.

13. ABSTRACT (Maximum 200 words)

The Corps of Engineers has used solution vinyl paints for corrosion protection of hydraulic structures on inland waterways for many
years. These coatings have an excellent service life, however liquid paint contains a high amount of solvents. Recently enacted
volatile organic compound (VOC) air pollution regulations put severe restrictions on solvents in paints.

The purpose of this research was to investigate generic high-solids and 100-percent solids coatings under laboratory conditions and
:dentify coatings, based on their performance in the laboratory tests, as candidates for field testing. Tests were conducted on 24
coatings to provide data that could be used to write performance specifications for high-solids and 100 percent solids coatings.

The most severe laboratory test was the salt water immersion test. Seven coating iystems of varied generic types survived this test
and the fresh water immersion test without blistering. Six of them are recommended for field testing. Eleven coating systems
performed satisfactorily (did not blister) in the fresh water immersion test and are recommended for field testing. Film Lhiwkness
was not a significant factor in determining coating performance in the immersion tests nor in de accel rated weathering tests.

14. SUBJECT TERMS 15. NUMBER OF PAGES

coatings 130
high-solids coatings 16. PRICE CODE

1I SECURITY CLASSIFICATION 18. SECURITY CLASSIFICATION 19. SECURITY CLASSIFICATION 20. LIMITATION OF ABSTRACT
OF REPORT OF THIS PAGE OF ABSTRACT
Unclassified Unclassified Unclassified SAR

NSN 7540-01-280-1500 Sa d Form 296 (Rev 2-89)
Pmscrbed by ANSI Std 239 1e
296-102



REFACE

This study was authorized by Headquarters, US Army Corps of Engineers

(HQUSACE), as part of the Electrical and Mechanical problem area of the

Repair, Evaluation, Maintenance, and Rehabilitation (REMR) Research Program.

The work was performed under Civil Works Research Work Unit 32417,

"Development of High-Solids Coatings," for which Mr. Alfred D. Beitelman is

principal investigator. Mr. James E. Crews (CFCW-O) was the HQUSACE technical

monitor.

Mr. Jesse A. Pfeiffer, JL., .R the REMR Coordinator of the Directorate

of Research and Development, HQUSACE; Mr. Crews and Dr. Tony C. Liu serve as

the REMR Overview Comittee; Mr. William F. McCleese, US Army Engineer

Waterways Experiment Station, is the REMR Program Manager; Dr. Ashok Kumar was

the Problem Area Leader.

Appreciation is expressed to K.K. Karpoff for the extensive work he

performed on this project. This work included panel prepaxt ion, testing,

data acquisition, and data recording. His help in assembling the report and

in many coordinating efforts connected with the project was also of great

value.

This laboratory work was conducted by Mr. John Baker, of the Bureau of

Reclamation, Denver Office, Research and Laboratory Services Division, for the

US Army Construction Engineering Research Laboratory (U6ACE.L). Tha field

testing was performed by Mr. Beitelman of USACERL. The technical e'.Jtor was

Gloria J. Wienke, USACERL Information Management Office.

COL Everett R. Thomas is Commander and Director of USACERL. . L.R.

Shaffer is Technical Director.

I COPY)

"NPf ( TECO

Aaees i.n For

NTIS GTA&X

DTIC TAB Q1
Unannounced ]
Justificato

By
Distribution/

AvailabilJty Codes

fAvail and/or
Dist | Special

m rl l •m i ll l Il i mnmmll mliim iIi l mmmn Nrl



CONTENTS

Page

PREFACE. ...................................

CONVERSION FACTORS, NON-SI TO SI (METRIC) UNITS OF MEASUREMENT . . . 4

PART I: INTRODUCTION ........................... 5

Background .............................. 5
objective. .............................. 5
Approach ............................... 5

PART II: PROCEDURE ............................ 7

Experiment Design ........................... 7
Products Tested ............................ 7
Panel Preparation ........................... 15
Pot Life...............................16
Recoating Time............................16
Curing Time ....................................................... 16
Immersion Testing. ......................... 17
QUV Accelerated Weathering Testing .................. 18
E!,:ometer Adhesion Testing .. ..................... 18
Mandrel Bend Testing .. ....................... 19
Color Measurement ........................... 19
Chalking Test ............................. 20
Blistering Test ............................ 20

PART III: RESULTS.............................21

Pot 4-if ............................... 21
Recoating Time............................21
Curing Time .............................. 21
Immersion'Testing. ......................... 21
QUV Accelerated Weatheri~ng Testing .. ................. 23
Elometer Adhesion Testing. ...................... 23
Mandrel Bend Testing .. ....................... 24

PART IV: DISCUSSION. .......................... 50

Coating System Perlormance .. ..................... 50
Data Interpretation Comments .. .................... 56
Estimated Costs. .......................... 57
The Investigation in Perspective ................... 58

PART V: FIELD EVALUATION OF COATINGS..................59

PART VI: CONCLUSIONS...........................62

PART VII: RECOMMENDATIONS ........................ 65

REFERENCES.................................67

2



APPENDIX A: PHOTOGRAPHS OF THE LABORATORY EQUIPMENT AND TEST
PANELS Al

Section 1: Laboratory Equipment A2
Section 2: L*, a*, b* Color Space Illustrations A8
Section 3: Immersion Tests All
Section 4: QUV Accelerated Weathering Tests A36
Section 5: Mandrel Bend Tests A49

3



CONVERSION FACTORS, NON-SI TO SI (METRIC)

UNITS OF MEASUREMENT

Non-SI units of measurement used in this report can be converted to SI

(metric) units as follows:

Multiply By To Obtain

Fahrenheit degrees 5/9 Celsius degrees or

Kelvins*

gallons (US liquid) 3.785412 litres

inches 25.4 millimetres

mils 0.0254 millimetres

pounds 453.6 grams

'To obtain Celsius (C) temperature readings from Fahrenheit (F) readings, use the fol-
lowing formula: C = (5/9)(F - 32). To obtain Kelvin (K) readings, se: K = (5/9)(F -
32) 4 273.15.
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HIGH-SOLIDS AND 100-PERCENT SOLIDS COATINGS:

A STATE-OF-THE-ART INVESTIGATION

PART I: INTRODUCTION

BackQround

1. The Corps of Engineers has used solution vinyl paints for corrosion

protection of hydraulic structures on inland waterways for many years. These

coatings have an excellent service life, however liquil paint contains a high

amount of solvents. Recently enacted volatile organic compound (VOC) air

pollution regulations put severe restrictions on solvents in paints.

Specifically, these regulations limit the total amount of organic solvents

thaL may be in liquid paint. Use of low solids paints, such as solution

vinyls, would violate these regulations; use of high-solids or 100-percent

solids ccotings would be in compliance with the regulations. Although these

regulations are currently only in effect in specific areas of several states,

similar regulations will eventually be enacted on a wider basis. To comply

with both the existing and anticipated regulations, it is necessary to

evaluate potential coatings to replace those currently used.

Objective

2. The investigation had the following objectives:

a. Investigate generic high-solids and 100-percent solids coatings
under laboratory conditions that simulate the exposures the
coatings experience in use on hydraulic structures.

b. Identify coatings, based on their performance in the laboratory
tests, as candidates for field testing.

c. Obtain data to compare high-solids and 100-percent solids
coating systems with some widely used conventional coating sys-
teins, such as the VR-6 and V-766 vinyl solution coating systems
and the MIL-P-24441, type I, 2-package epoxy-polyamide coating
system.

d. Provide data that could be used to write performance speci-
fications for high-solids and 100-percent solids coatings.

Approach

3. A literature search was conducted to identify generic high solids

and 100-percent solids coating systems that had demonstrated desirable proper-

ties in either laboratory or field evaluations. This survey was used to
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identify coatings that would be good candidates for use on hydraulic struc-

tures. A telephone survey and a review of manufacturers' data sheets were
used to select the specific commercially available coating systems to be
tested in the investigation. Two standard high-VOC coatings were included in
the investigation for comparison: MIL-P-24441, type I, formulas No. 150, 151,
and 152 epoxy-polyamide, and Bureau of Reclamation specification VR-6 vinyl

resin. Two low-VOC, waterborne vinyl coating systems were also included.

Testing was conducted on 24 coating systems.
4. The coating samples obtained from the manufacturers were applied to

solvent-cleaned and media-blasted steel panels. Methods of application were:
polyfoam applicators, bristle brushing, conventional spraying, airless spray-
ing, and plural component airless spraying. Both basic coating system proper-
ties (pot life, etc.) and applied coating system properties (immersion
resistance, etc.) were tested.
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PART II: PROCEDURE

Experimnt Design

5. The design for laboratory testing of the coatings was as follows:

A. Duplicate panels of each coating system were placed in the
saltwater (SW) immersion, freshwater (FW) immersion, and QUV
accelerated weathering tests.

I. Single, unexposed panels of each coating were subjected to
multiple pulls for the pulloff adhesion test.

c. Single, unexposed panels of each coating were subjected to the
mandrel bending (flexibility) test.

. Four unexposed panels of each coating were set aside for

future testing.

Photographs of the laboratory equipment used in the investigation are in

Appendix A, Section 1.

Products Tested

6. Twenty-four coating systems representing the following generic or

application variations were tested:

A. Two elastomeric aromatic polyurethane coating systems differing
only in the application technique used for the primer.

b. Two elastomeric aromatic-aliphatic polyurethane coating systems
differing only in the application technique used for the primer.

£. A nonelastomeric polyurethane coating system.

. Eleven variations of epoxy coating systems.

.. Two hybrid coating systems consisting of an epoxy primer, an
aromatic polyurethane intermediate coat, and either an aromatic
or aliphatic polyurethane topcoat.

f. A coal-tar epoxy coating system (coal-tar epoxy is being con-
sidered a separate generic type of coating system because it has
only limited interchangeability with other generic types of
epoxy coating systems).

_. Two variations of waterborne vinyl coating systems.

h. A solventborne vinyl resin coating system.

i. Two variations of a polyester resin coating system.

Detailed information on the individual coating systems tested appears in

Tables 1 and 2.
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Panel Preparation

7. All test samples were prepared on panels cut from sheets of 24- to

38-mii cold-rolled steel, Rockwell "B" hardness of 55 to 65, flat polished to

15 to 25 microinches in roughness, ASTM A 109, A 366 specifications. Immer-

sion panels were 3 by 6 in. with a 1/4-in. hole centered along one 3-in. edge,

1/4-in1 from the edge. Panels used for QUV accelerated weathering tests were

2-5/8 by 6 in. and had no hole. All panels were aged for a minimum of 14 days

in a controlled temperature and humidity (73 +20 F and 50 +2 percent) before

testing.
8. All test panels media-blasted in-house were prepared by using a

Uni-Blaster, a totally enclosed blasting cabinet manufactured by Inland
Manufacturing Company. The blasting media was Humble Abrasive Flint, grade
No. 3, produced by Humble Sand, Inc. All test panels were media-blasted on
both sides to the profiles approved or suggested by the manufacturers. The
panels of all but five of the coating systems were media-blasted and coated
in-house using conventional spray, bristle brushes, or polyfoam applicators.
,Coating systems No. 5, 6, 14, 18, 19, and 22 were coated using airless
spraying equipment (not available in-house) in the manufacturers' laboratories
or shops on panels supplied and blasted by the in-house laboratory staff.
Coating application was carried out with a laboratory staff observer present.

System No. 4, which required a deeper profile than could readiiy be obtained
using the media blasting cabinet, was media-blasted with a commercial blasting
unit using a heavy, coarse grade of copper slag and applied with plural-
component spraying equipment. Both operations were done in a shop by a
representative of the coating manufacturer; the special equipment required for
these operations was not available in-house. Once again, laboratory staff
observers were present. Panels transported to another site for coating
application were stored in a carrying case/desiccator. If more than a few
hours travel time were involved, the panels were wrapped in anticorrosiv
paper. Panels to be coated in-house were primed immedidtely after the media
blasting process had been completed. Completed panels were marked on the
backs using a white VR-6 vinyl coating to denote the coating system numbers,
number of the panel within a given coating system number, and the side number
of the panel (either 1 or 2).

9. Efforts were made to achieve the "target" or recommended dry film
thicknesses of the coatings. Both wet and dry film thickness measurements
were used to monitor the thicknesses of the coatings. In no instance were
fewer than the recommended minimum number of coats applied, although addi-
tional coats were applied as necessary to assure that the minimum dry film
thickness for a given coating system would be achieved. Final total dry film
thickness was measured with a PosiTector 2000 using the average of five read-
ings takan at approximately the same location on all panels. The reading

15



locations formed the corners of a box with a dot at the center. If a reading
was in the immersion area of a panel, it was not permitted to be far below
&-.rage without the panel being rejected. The "testing sides" of the four
immersion panels for the immersion tests of an individual coating system were
chosen on the basis of proximity to both the target total dry film thickness
and to one another. If necessary, a "high" and a "low" panel were paired in
each test. The same criteria were used to choose the "testing sides" of the
test panels for the QUV accelerated weathering test. The dry film thicknesses
of the "back sides" as well as the "testing sides" of the panels were
recorded. The remaining panels were put aside for use in testing adhesion and
flexibility, or for potential future testing. All panels selected for the
immersion and QUV accelerated weathering tests were edge-sealed and marked SW
or FW. The number of the duplicate panels, 1 or 2, was also marked. Initial
color readings were taken on all of the panels selected for immersion or QUV
testing following the minimum aging period in the constant temperature and
humidity room.

Pot Life

10. Pot life for the 2-package coating systems was checked during the
application phases of panel preparation. The coating materials being applied
to the test panels were observed from the time of mixing to the approximate
time the materials became stringy and unusable. This time was checked against
the manufacturers' data for pot life, adjusted for the temperature of applica-
tion.

Recoatinq Time

11. Recoating time was checked as a part of the application phase of
panel preparation. Manufacturers' suggested recoating intervals were closely
adhered to, and recoating properties and curing times were monitored. All
times were extrapolated to the times required at the temperatures of applica-
tion using the manufacturers' data as a base. The panels were examined
visually for any signs of lifting, delamination, etc., at the time of recoat-
ing and again before any additional coats were applied.

Curing Time

12. Curing time was also checked as a part of the application phase of
panel preparation. The coatings were examined visually and manually. When
the coatings were examined manually, suitable solvents were used to clean off
contaminants before any further coating application was permitted.

16



Immersion Testing

13. Both SW and FW immersion testing were based on ASTM D 870. Both

immersion tanks had internal dimensions of 36 by 18 by 9-1/2 in. Both had

magnetically operated "flapper" plates to circulate the heated water away from

the heating elements and to equalize the temperature of the water throughout

the tanks. Each tank was aerated with two aquarium-style air pumps and dif-

fusers. Both were operated at a temperature of 100 +20 F. Both the FW (de-

ionized) and SW tanks were emptied and cleaned after 1500 hours of operation

and after the last sets of panels had experienced 3000 hours of exposure.

14. The SW used in the test conformed to ASTM D 1141. Formula A for

substitute ocean water was used. To prevent disposal problems, heavy metals

were not added. The "sea-salt" in formula A was purchased and mixed with

deionized water according to the supplier's instructions. The "sea-salt"

solution was adjusted to pH 8.2 using a 0.1N solution of sodium hydroxide.

Deionized water with no additives was used in the FW immersion test.

15. Although ASTM D 870 describes the testing of scribed coatings on

ferrous substrates as being impractical because of contamination from *-orro-

sion products, the panels were scribed with an "X" on the bottom half of the

"test" side so the effects of immersion could be observed on the stressed

(scribed) "test" sides as well as on. the unstressed (continuous film) back

sides of the panels. After the tanks were filled to the reference mark, the

suspended test panels were immersed approximately three-quarters of their

lengh. Since normal evaporation lowered the level of the water between

fillings, there was a transition area on the panels that was sometimes wet and

sometimes dry.

16. The test panels were examined weekly. The test panels exposed to

SW were rinsed with deionized water before they were examined. All of the

test panels were examined visually for rust along the scribe, blistering, etc.

Records of the elapsed hours of immersion were carefully maintained. The

total elapied time recorder on the QUV accelerated weathering tester was used

as a check. All elapsed times which were recorded are the elapsed times as of

the dates the panels were checked, not the precise times at which the events

(blistering, etc.) took place.
17. The basic immersion period was 3000 hours for both SW and FW. Test

panels that had not blistered by the end of the immersion period will be con-

tinued in the immersion tests until blistering occurs. At the end of the

3000-hour immersion period, the test panels were photographed; measured for

color; and if they had blisters (immersion failure), checked for adhesion

after a minimum of 14 days in the controlled temperature and humidity room.

Any panels that e::hibited blistering on the scribed or "test" sides were

checked for blistering on the unscribed or back sides also. Unblistered test
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panels were not checked for adhesion (a destructive test), but kept in the

controlled temperature and humidity room until they were reimmersed 1 week

later.

OUV Accelerated Weathering Testing

18. The tests were conducted in accordance with ASTM D 4587. QUV

accelerated weathering testing was conducted with a QUV unit manufactured by

O-Panel Company. UVB-313 ultraviolet lamps were used. A 4-hour condensation

aind 8-hour ultraviolet exposure cycle was used. The unit was operated

continuously, except for lamp replacement and weekly examination periods.

Operating temperatures were 60 to 650 C for the ultraviolet cycles and 40 to

450 C for the condensation cycles. Lamp rotation and replacement were con-

ducted at inte:vals between 400 and 450 hours. Dupliuate test panels were

exposed for kach coating system. All test panels were scribed with an "X" on

the bottom half of the "test" side and were visually inspected for chalking or

other defects once a week. When the exposed panels of a coating system had

completed the 3000--hour accelerated weathering test, they were tested for

degree of chalking, photographed, and measured for color. All elapsed times

which were recorded were the elapsed times as of the dates the panels were

checked, not the precise times at which the events (first evidence of

chalking, etc.) took place.

Elcometer Adhesion Testing

19. ASTM D 4541 was conducted using an Elcometer adhesion tester with a

range of 0 to 1000 lb/sq in. An annular bearing ring was used to keep the

resultant force normal to the surface. . circular hole cutter (dolly cutter)

was used to score through to the substrate around the loading fixtures. The

dollies were adhered to the coating surfaces using the prescribed surface

preparation method and Ren-Weld RP106/H953 epoxy adhesive, which cures in 24

hours. The epoxy was applied with a volumetric dispenser. Pressure perpen-

dicular to the surface was applied to the dollies for a minimum of 24 hours

during the curing time of the epoxy. The adhesion tester was connected to a

dolly on a panel under test shortly after the 24-hour cure had been completed.
All panels were tested at approximately the same elapsed time after the dol-

lies were adhered to the coatings. The tests were carried out at ambient

laboratory temperatures. Control panels were given triplicate (three dollies)

testing. The immersion panels removed from testing were given duplicate

testing (two dollies each) on the back (unscribed) sides of the panels in the

immersion areas. Space limitations did not permit the three dollies to be

attached without interfering with the testing procedures. The QUV panels were

tested (two dollies each) on the frcnt (scribed side) of the panels above the

18



scribed area. The degree of adhesive versus cohesive failure, as well as the

pulloff value, was noted.

20. To determine the influence of test panel thickness on these

results, a supplemental investigation was launched with the cooperation of the

manufacturer of System 4. The manufacturer's laboratory supplied 1/8-in.-

thick (125 mils versus the 24 to 38 mils standard) steel panels that had been

blasted and coated with System 4. When the Elcometer pulloff adhesion test

was carried out on the 125-mil panels, consistent values of 1000+ lb/sq in.

were obtained, versus an average of 403 lb/sq in. for the control panel of the

investigation. To further evaluate if the variation was due to the difference

in test panel thickness, the manufacturer's laboratory prepared and coated

standard (24- to 38-mil) test panels supplied by the investigating laboratory.

Three "pulls" were made on each of two of these panels. With the exception of

one "outlier" at 1000+ lb/sq in., the values (in lb/sq in.) obtained were:
300, 300, 425, 400, and 300. These results show that test panel thickness is

a distinct and important variable in the test and must be stated as one of the
conditions under which the test was conducted.

Mandrel Bend Testin

21. ASTM D 1737 the mandrel bend test, was run on a spare coated
immersion-type panel for each coating system. A Gardner mandrel set was used

to run the tests. Each coating system was bent around a 1-in. mandrel. The
nature of any failure that occurred was noted.

Color Measurement

22. ASTM D 2244 was used t , compute color difference data in CIE 1976
CIELAB (L*, a*, b*) color space. The L*, a*, b* Color System was selected
because of its ability to simply and graphically describe the nature and
direction of color shifts between two yianels. It can also be used to describe
the magnitude of the total color shift between the panels. Briefly, the L*,
a*, b* color mapping system consists of L* (lightness), +a (red), -a (green),
+b (yellow) and -b (blue). Consequently, an increase in L* indicates a
lightening of the color, an increase in the +a direction indicates a reddening

of the color, and an increase in the +b direction indicates a yellowing of the
color, etc. Total color difference is measured by A E*ab, which is defined

33:

((A LA)' + (A a*)2 + (A b*) 2] /2

Illumiinant C was ased to take the color readings for the immersion tests, and

both Illumninant C and Illuminant D65 were used to take the color readings for
the QUV accelerated weathering tests. Graphs describing the system appear in
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Appendix A, Section 2. Color measurements were made with a Minolta CR-200b

Chroma Meter. Readings on the immersion panels were taken before immersion
and after 3000 hours of immersion on the test sides of the panels within the

scribes and below the intersections of the scribes. After exposure, the test
areas were wiped with a tissue to remove loose contaminants. Readings on the

QUV panels were taken on the test sides of the panels on the upper half above
the scribes. They were taken before exposure and after 3000 hours of expo-

sure.

Chalkinq Test

23. Chalking was evaluated according to ASTM D 659. A black cloth was
used to test most of the coating systems. However, in a few instances, it was

necessary to use a white cloth because the chalky material was dark colored.
Pictorial Standards of Coatings Defects (Federation of Societies for Coatings

Technology, 1979) was used as the source of the visual chalking reference
standards.

Blistering Test

24. ASTM D 714 and the visual standards in Pictorial Standards of

Coatings Defects were used to evaluate blistering. Blistering on the extreme

edges of panels was discounted. Blisters were rated on both size and fre-
quency. If blistering occurred only in certain limited areas, this fact was

noted.
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PART III: RESULTS

Pot Life

25. All of the two-component (or two-package) coating systems were

within the manufacturers' designated times for pot life when they were

adjusted for the temperatures of application. However, the optimum applica-

tion conditions for the various coatings were reached before the end of their

pot life periods. This suggests that the stated pot life for a two-component

coating, when adjusted for temperature at the time of application, should not

be pushed to its upper limit.

Recoatinci Time

26. Recoating problems were not experienced when the manufacturers'

recoating times were followed. Recoating problems were defined as loss of

intercoat adhesion, crazing, or wrinkling, that could be detected without

destructive testing. A possible recoating problem was experienced with

Coating System 22 in the immersion tests. Dense, small blisters appeared

early in the immersion tests. These blisters were examined visually and their

appearance indicated intercoat rather than substrate blistering; an intercoat

adhesion problem.

Curing Time

27. Curing times of all of the coating systems were within the manu-

facturers' stated limits when adjusted for temperature. The systems were

checked visually and manually without marring any testing portions of the test

panels.

Immersion Testing

28. Blistering on the scribed or "testing" sides of the immersion test

panels was the criteria for their removal from the test following the basic

3000-hour immersion period. The backs of these test panels were coated with
the same materials as the scribed sides. Consequently, the panel backs were

checked for blistering at the time the immersion tests were terminated. On

the scribed sides of the test panels, seven coating systems and one duplicate
panel of an eighth coating system exhibited no blistering in either SW and FW

immersion during the basic 3000-hour immersion period. These systems will be

continued in both SW and FW immersion tests. The eighth coating system, No.

7, will be continued in the FW immersion test, only. Twelve systems survived

the basic 3000-hour immersion period in FW only. These coating systems will

21



be continued in the FW immersion test only. Ten of these systems had no blis-

tering on the backs of the SW immersion test panels at the time of removal.

One coating system had blistering on the back of only one panel in the SW

immersion test; another coating system had blistering on the backs of both

panels in the SW immersion test and on the back of only one panel in the FW

immersion test.

29. Observations of the time to 100-percent rusting in the scribe lines

were made, but the significance is not definitively established. Certain

recorded times did follow a pattern, however. For example, the seven coating

systems that survived the basic 3000-hour immersion period in SW without

blistering lasted from 822 to 2659 hours before the 100-percent rusting level

was reached. The remaining coating systems lasted from 160 to 2327 hours.

The respective overall averages for the two groups of panels were 1687 and 779

hours. Another more definite pattern was the shorter number of hours required

for the panels immersed in FW to acquire 100-percent rust in the scribe lines.

Despite a few reversals, the pattern indicated more rapid rusting in FW.

30. Average dry film thickness was not a determinant of resistance to

blistering in either the SW or FW immersion tests. Among the seven coating
systems in which both test panels emerged from the basic 3000-hour immersion

period in SW without blistering, three systems had an average dry film
thicknesges of 50 mils plus, and one system had an average dry film thickness

of 13.5 mils. Three systems had average dry film thicknesses of 20.7, 26.7,

and 26.9 mils. Two of the thinnest panels in average dry film thickness (8.9

and 9.2 mils) successfully completed the basic 3000-hour immersion period in
FW without blistering.

31. Several generic types of coatings were represented in the group of
coatings that survived the basic 3000-hour immersion period in SW without

blistering, and almost all generic types were represented in the large group

of coatings that survived the same immersion period in FW without blistering.
The SW immersion group included a 100-percent solids aromatic polyurethane, a

high-solids epoxy cycloaliphatic polyamine, a 100-percent solids cycloalipha-

tic amine cured epoxy, 100-percent solids highly modified styrene polyesters,
and a coating system composed of high and 100-percent solids bisphenol epoxy-

aromatic amines. The FW group included, in addition to the types already
mentioned, an aromatic elastomeric polyurethane, aliphatic polyurethanes
(mixtures or topcoats), epoxy-polyamides, a 100-percent solids coal-tar epoxy,

and a low-solids solvent-borne vinyl.

32. Color, before and after immersion, was measured at the botton, of

the scribed portion of the panels. After immersion, the testing areas were
wiped with a tissue before the readings were taken. This was to remove all
loose soiling materials. Consequently, the color change data contain several

components. Among them are possible leaching, staining, and soil retention.
Staining and soil retention appear to be, by far, the major factors involved
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in the color changes. All readings were taken at the completion of the basic

3000-hour immersion periods. The A E*ab range was 2.21 to 35.13 for the SW

immersion test and 2.35 to 36.17 for the FW immersion test. The greater the

color difference, the higher the value of AE*ab. There seems to be no

particular trend for the total colmr difference readings. Some reversals were

noted between SW immersion and FW immersion results and close total color

difference readings were noted for both SW and FW immersion results. This is

interesting in light of the fact that the SW bath was full of contamination

large enough to be seen, whereas the FW bath appeared to be relatively

"clean." As the photographs in Appendix A reveal, however, there was more

widespread staining as a result of immersion in SW. Most panels became

darker, yellower, and greener as a result of both FW and SW immersion. Rust

staining from the scribe lines played a role in the color shifts.

. Detailed results of the SW and FW immersion tests appear in Tables

3, 4, and 5. Photographs of the test panels appear in Appendix A, Section 3."

OUV Accelerated Weathering Testing

34. QUV accelerated weathering testing was conducted to determine the

behavior above the waterline of the coating systems reported on in the section

on immersion testing. Chalking and color difference were checked to determine

ultraviolet exposure and aesthetic behavior. Chalk ratings ranged from 4 to

10. A rating of 10 is no chalking, and a rating of 2 is very heavy chalking.

Colorimeter readings were taken before and after exposure using Illuminant C

for one set of readings and iluminant D65 for a duplicate set of readings for

comparison. :11uminant C simulates an overcast day and Illuminant D65

simulates bright daylight. Illuminant D65 has the lower color temperature and

gives readings that are "cooler" than those of Illuminant C. The A E*ab values

for Illuminant C ranged from 2.65 to 29.34 and for Illuminart D65 from 2.08 to
27.00. Detailed chalking, color, and color difference data for the QUV

accelerated weathering test are recorded in Table 6. Photographs of the

exposed test panels appear in Appendix A, Section 4.

Elcometer Adhesion Testing

35. Values for the control panels in the Elcometer pulloff adhesion
test ranged from 95 lb/sq in. to 800 lb/sq in. The range of values for the SW

immersion test was 132 lb/sq in. to 658 lb/sq in. and fcr the FW immersion

test was 138 lb/sq in. to 207 lb/sq in. For the QUV acLelerated weathering

*Photographs are presented in black and white. A limited number of color photographs are
available to tesearchers by writing to CECER-EMC, ATTN: Al Beitelman, P.O. Box 9005,
Champaign, IL 61-826-9005, or by calling (217) 373-7237.
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test was 138 lb/sq in. to 207 lb/sq in. For the QUV accelerated weathering

test, the range of values was 65 lb/sq in. to 625 lb/sq in. Table 7 contains

both the numerical values of all of the pulloff adhesion tests and the

description of the general planes of failure (glue line, substrate, etc.).
The term NVT (not valid test) appears fairly frequently in the table. In most

cases, the test was ruled invalid because of premature damage or failure as a

result of the cutting process around the dolly.

Mandrel Bend Testina

36. Mandrel bend testing data (using a 1-in. mandrel) are presented in

Table 8. Results obtained from the mandrel bend test are descriptive, not

numeric. Photographs of the test panels after they were subjected to mandrel
bend testing appear in Appendix A, Section 5.
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PART IV: DISCUSSION

Coating System Performance

37. Systems 1 and 23, and 2 and 24, are grouped together since the main

difference between these common systems is the technique of primer

application. The same primer was used with all four systems. Systems 1 and

23 are the same elastomeric 100-percent solids aromatic polyurethane product

from the same manufacturer. The same manufacturer also produced Systems 2 and

24, which are the same 70-percent , ime solids elastomeric aromatic-aliphatic

polyurethane product. All four coating systems are thick film (30 to 32

mils). The difference between Systems 1 and 2 and 23 and 24 is in the method

used to measure the dry film thickness of the primer. Systems 1 and 2 had the

primer dry film thickness measured from the valleys of the blasting profile,

although care was taken to coat the peaks. The profile was still showing

after priming. Systems 23 and 24 had the dry film thickness of the primer

measured in the conventional way, above the peaks.

38. When Systems 1 and 23 are compared, it can be seen that System 1

had higher values in the Elcometer pulloff adhesion test on the control and SW

immersion panels and approximately the same value on the QUV accelerated

weathering test. The control panel of System 1 was the only one in the

investigation that had one reading over 1000 lb/sq in. (considered as 1000

lb/sq in. for averaging). Also, the time required before initial blistering

in the SW test was a medium 1001 hours for System 1, versus a low 486 hours

for System 23. For the Elcometer pulloff adhesion test, the average values
(SW immersion) were 658 lb/sq in. and 243 lb/sq in., respectively. These

results indicate that the manufacturer's recommeisded method of priming (i.e.,

with the blasting profile still visible after priming) has merit.

39. Systems 2 and 24, the 70-percent volume solids aromatic-aliphatic

polyurethane materials, did not show as great a difference in performance

between the two methods of priming. However, the customary method of film

thickness calculation (over the peaks of the profile) showed some advantages

in pulloff adhesion across the board, and the time to initial blistering in

the SW immersion test was longer. When they were removed from the SW immer-
sion test, all four systems were free of blisters on the backs of the panels.

The systems did not show any blistering in FW.

40. All four systems were in the light-to-medium chalking range in the

QUV accelerated weathering test, with chalk ratings of 6 to 8. As expected,

the aromatic-aliphatic polyurethane systems had smaller magnitudes of total

color differen,:e (8.20 to 10.42 versus 15.00 to 29.34) after exposure in the
QUV. All four systems exhibited no cracking or loss of adhesion in the 1-in.

mandrel bend test. Either method of priming would appear to be satisfactory
with Systems 2 and 24. All four systems also have medium waiting period3 (4
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days at 750 F) after the last coat has been applied before immersion. Dry

film thickness for the four systems is 32 mils. (All dry film thicknesses

used in calculatious and tables are the manufacturers' target thicknesses.)

41. System 3 is an 80-percent' volume solids, self-priming, medium dry

film thickness (16 mils) epoxy-amine system. Although it blistered at 1001

hours in the SW immersion test (the backs of the panels were blister-free), it

Was blister-free in the FW immersion test after 5745 hours of immersion.

Although pulloff adhesion values were relatively low, adhesion of this system

has proved adequate in field situations, and there was negligible change in

the values after SW immersion and QUV exposure. Total color difference values

after immersion were the lowest for any system tested (2.21 SW, 2.35 FW).

However, total color difference after QUV exposure was substantial (22.42),

although the chalk rating (8) was light to moderate. Cracking and some loss

of adhesion were noted in the 1-in. mandrel bend test. The waiting period

before immersion at an ambient temperature of 750 F after the final coat has

been applied is only 3 days. Where appearance is important in nonimmersed

areas, a weathering topcoat, such as an aliphatic polyurethane, would be

necessary.
42. System 4 is a 100-percent solids, high dry film thickness

(50 mils), one-coat aromatic polyurethane system requiring heated, plural-

component spraying application equipment. Performance in both the SW and

FW immersion tests was good, with no blistering on the panels after 5574

hours. Pulloff adhesion values were relatively good for the control (403
lb/sq in.) and the QUV exposed (298 lb/sq in.) panels. Total color difference

was moderate and uniform at the 11.35 to 11.68 level after both immersion and

QUV testing. Chalking was surprisingly light with a rating of 9, the second

best rating of all the coating systems tested. No cracking or loss of

adhesion was reported for the 1-in. mandrel bend test. The waiting period
before immersion at an ambient temperature of 750 F is only 3 days.

43. Systems 5 and 6 are 70-percent volume solids elastomeric aromatic

polyurethanes, aromatic diamine cured. Panels coated with System 6 were given

a topcoat of 80-percent volume solids aliphatic polyurethane. The same low

volume solids primer is used with both systems. Both systems feature high

film thicknesses, 35 to 36 mils for System 5, and 37 to 39 mils for System 6.

These coating systems had the third and fourth longest periods before initial

blistering in SW immersion; 1494 hours (No. 5) and 1990 hours (No. 6). For FW
immersion, it took 2725 (No. 5) and 2559 (No. 6) hours before initial blister-

ing. No blistering was observed on the backs of the SW immersion panels when

they were removed from testing at 3135 hours. There were, however, some

blisters on the backs of System 5 panels and on the back of one panel of
System 6 after the same number of hours in FW immersion. Control pulloff

adhesion values were 300 lb/sq in. for both coating systems and remained at an
adequate level after immersion and QUV exposure. System 5 had a medJi" cL1ka
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rating of 6, but System 6 had the highest (best) chalk rating of all the

coating systems at a rating of 10. System 5 has one of the shortest times to

immersion after the final coat has been applied when the ambient temperature

is 750 F; 1 day. System 6 requires 4 days before immersion under the same

ambient conditions. Neither system exhibited loss of adhesion in the 1-in.

mandrel bend test, although System 6 had some cracking of the topcoat. System

5 exhibited no cracking. Total color difference after immersion and QUV

exposure was low to moderate for both systems with values of 2.65 to 13.38.

44. Systems 7 and 8 have 61-percent volume solids epoxy-cycloaliphatic

polyamine topcoats, with 71-percent volume solids epoxy-polyamide primers.

System 8 has a low-solids anticorrosive (zinc chromate) pimer added with the

epoxy-polyamide primer as an intermediate coat. These systems have low to

medium (9 mils) dry film thicknesses. System 8 was included in the investiga-

tion to test the theory that zinc chromate is deleterious to immersion

primers. Because zinc chromate may have the potential to damage the environ-

ment, System 8 should not be field tested. However, its good performance in

the immersion tests makes this system one well worth some development work to

replace the zinc chromate with an environmentally acceptable anticorrosive

pigment with equal performance. System 8 will be continued in both the SW and

FW immersion tests, since no blistering has been observed in either test after

4749 hours. It would seem that the type of zinc chromate used and the overall

formulation have a greater effect on immersion resistance than the presence of

zinc chromate, as such.

45. System 7, the one of greater immediate interest, also did rela-

tively well in the immersion tests. It had one of the longest average periods

in SW immersion before initial blistering (2639 hours). One panel completed

4283 hours in the SW immersion test before blistering (there was also some

blistering on the back), but the average was pulled down by the sezond panel

which had initial blistering at 994 hours, although there was no blistering on

the back. The panels in the FW immersion test are blister-free after 4749

hours of immersion. Pull,ff adhesion values after QUV exposure and SW immer-

sion were moderate, in the range of 102 to 198 lb/sq in., with the control

value being 197 lb/sq in. Chalk rating in the QUV accelerated weathering test

was 6, which is medium chalking. Total color difference was medium (9.41 to

11.93) aftez immersion and QUV exposure. There was no cracking or loss of

adhesion on the 1-in. mandrel bend test. Time to immersion following the app-
lication of the final coat when the ambient temperature is 75 F is a medium 4

days. Its application properties are similar to those of a conventional epoxy

coating. In partial immersion conditions, a weathering topcoat, such as an

aliphatic polyurethane, would be desirable where appearance was important.

46. System 9 is a self-priming, 100-percent solids, epoxy-polyamine

with a medium-high dry film thickness of 20 mils. Although this coating

system was applied in the same conventional manner as the other coating
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systems, it can also be applied under water. Application requires special,

but not very unusual, equipment. The system completed 5574 hours in both the

SW and FW immersion tests without blistering. Its pulloff adhesion value on

the control panel was 363 lb/sq in. There was no cracking or loss of adhesion

on the 1-in. mandrel bend test. Total color difference after immersion and

QUV exposure was relatively small (3.54 to 4.57). Chalking was light, with a

chalk rating of 8. System 9 can be placed in immersion service 1 day after

the final coat has been applied when the ambient temperature is 750 F. This

coating system is the only one in the investigation that allows repair of the

immersed coating without dewatering.

47. System 10 is a 75-percent volume solids cycloaliphatic amine cured

epoxy with a 77-percent volume solids primer of the same generic composition.

Total dry film thickness is a low-to-medium 9 to 13 mils. Of those coating

systems znat blistered during the initial 3000-hour immersion period in SW,
System 10 had the highest average time to initial blistering of 2863 hours.
Performance in the FW immersion test, in which it is being continued, was

satisfactory with no blistering at a total immersion time of 3242 hours.
There were no blisters on the backs of the panels in either the SW or FW
immersion tests. Pulloff adhesion values were 93 lb/sq in. for the control
although they increased to 164 lb/sq in. after SW immersion and 165 lb/sq in.
after QUV exposure. With a chalk rating of 4, it exhibited heavy chalking in

QUV exposure. Total color difference for the immersion an-I QUV exposure tests
was medium-to-high with values of 6.64 to 18.50. It exhibited cracking, but
no loss of adhesion, in the 1-in. mandrel bend Fest. The time required before
immersion after the last coat has been applied when the ambient temperature is
750 F is 5 days. Of all the coating systems tested, it was the one most
nearly like a conventional epoxy in handling and application properties. A
weathering topcoat, such as an aliphatic polyurethane, would be desirable
where appearance was important in partial immersion applications.

48. System 11 is a self-priming, 83-percent volume solids, epoxy-
polyamide with a medium dry film thickness of 16 mils. Time to initial

blistering in the SW immersion test was 670 hours and, at removal, there were
blisters on the backs of the panels. It is unblistered in the FW immersion
test after 5077 hours. Pulloff adhesion values were 268 lb/sq in. for the
control panel versus 154 lb/sq in. after SW immersion and 143 lb/sq in. after
QUV exposure. Chalking after QUV exposure was heavy, the chalk rating

being 4. Total color difference was medium with values of 10.75 to 13.44 for
the QUV exposure and immersion tests. It exhibited cracking, but no loss of
adhesion, in the 1-in. mandrel bend test. The time required before immersion
after the last coat has been applied when the ambient temperature is 75 OF is
medium-to-long (7 days). In partial immersion conditions, a weathering

topcoat such as an aliphatic polyurethane, would be desirable where appearance
was important.
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49. System 12 is a self-priming, 100-percent solids, coal-tar epoxy

that is applied in one coat to a medium-high, dry film thickness of 20 mils.

Heated, plural-component spraying equipment is required for application. In

the SW immersion test, initial blistering occurred at 1169 hours, with blis-

tering also on the backs of the panels. There was no blistering in the FW

immersion test after 5403 hours of immersion. Pulloff adhesion values were

satisfactory at 308 lb/sq in. for the control panel, 205 lb/sq in. after SW

immersion, and 185 lb/sq in. after QUV exposure. Total color difference was

relatively low after the immersion tests (6.03 and 4.01), but relatively high

after QUV exposure (20.71). Chalking was medium after QUV exposure, a chalk

rating of 6. There was cracking, but no loss of adhesion, in the 1-in. man-

drel bend test. The time required before immersion when the ambient temper-

ature is 750 F is short (3 days). Direct sunlight tends to degrade coal-tar

and most other bituminous materials. The application of two coats of a com-

patible epoxy aluminum coating would be desirable to protect System 12 if

exposure to direct sunlight is likely to be encountered. Aluminum coatings

are preferable for application over coal-tar coating systems because coal-tar

systems tend to "bleed," and the "platey" structure of epoxy aluminum coatings

have proven in the field that they are an acceptable topcoat for coal-tar

epoxies.

50. System 13 is a self-priming, 66-percent volume solids epoxy-

polyamide with a low-to-medium dry film thickness of 12 nails. The time to

initial blistering in SW was 829 hours with no blistering on the backs of the

panels. It remains unblistered in FW after 4407 hours of immersion. Pulloff

adhesion was 97 lb/sq in. for the control, 145 lb/sq in. after SW immersion,

and 103 lb/sq in. after QUV exposure. Chalking after QUV exposure was

relatively heavy, with a chalk rating of 4. Total color difference for the

immersion and QUV tests was moderate-to-heavy with values from 10.14 to 27.35.
There was some cracking, but no loss of Pdhesion, in the 1-in. mandrel bend

test. When the ambient temperature is 750 F, the minimum time before immer-

sion following application of the final coat is only 2 days. Where appearance

is important in partial immersion, a compatible weathering topcoat, such as an

aliphatic polyurethane coating, would be desirable.

51. Systems 14 and 22 will be discussed together, since both are water-

borne acrylic modified vinyl coatings produced by the same manufacturer. At 8

and 6 mils dry film thickness, respectively, they were the thinnest coatings
investigated. Recoating problems have been evidenced by System 14 and, to a

lesser extent, by System 22. System 14 was originally planned as a two-coat

system, but problems with intercoat adhesion dictated a cutback to a one-coat

system. Both coating systems blistered early in both the SW and FW immersion

tests and blistered on the backs, as well as the scribed sides, of the panels.
In the pulloff adhesion test, System 14 recorded a value of 327 lb/sq in.

(control), and System 22 recorded a value of 200 lb/sq in. (control).
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Unidentified bacterial or microbial growth was observed on the QUV accelerated
weathering panels. Neither system evidenced any cracking or loss of adhesion
in the 1-in. mandrel test. Both coating systems require 7 days (medium-to-

long) before immersion after the final coat has been applied when the ambient

temperature is 750 F.

52. System 15 is a solventborne vinyl coating system (VR-6) with a low-
to-medium dry film thickness of 10 mils. It was in the SW immersion test 994
hours before initial blistering was recorded. Blisters were observed on the
back of one panel. No blisters have been observed on the FW immersion panels
after 4749 hours of immersion. Pulloff adhesion values for the control, SW
immersed, and QUV exposed panels were almost constant at 250 lb/sq in., 245
lb/sq in., and 248 lb/sq in., respectively. Total color difference for the
immersion and QUV tests was medium with values of 7.28 to 11.62. There was no
cracking or loss of adhesion in the 1-in. mandrel bend test. Chalking was
light, the chalk value being 8. A long period (10 days) is required before
immersion after the final coat has been applied when the ambient temperature

is 75° F.

53. Systems 16 and 17 are 100-percent solids highly modified styrene
polyesters. The systems differ in that the intermediate coat of System 17
contains a silica-type filler. Both systems are unblistered in both the SW
and FW immersion tests after 3906 hours. Dry film thicknesses of these
coating systems are relatively heavy at 26 to 34 mils. Pulloff adhesion
values were 313 lb/sq in. and 333 lb/sq in., respectively, for the controls
and 123 lb/sq in. and 163 lb/sq in., respectively, after QUV exposure. Both
systems had a chalk rating of 6 (medium). Total color difference for the
immersion and QUV tests was medium-to-large with values ranging from 8.87 to
19.04. Both coating systems had cracking, but no loss of adhesion, in the 1-
in. mandrel bend test. The time required before immersion after the final
coat has been applied when the ambient temperature is 750 F is only 2 hours,
the shortest time required for any coating system in the investigation. In
partial immersion service, where appearance was important, a compatible
weathering topcoat recommended by the manufacturer would be desirable.

54. System 18 is MIL-P-24441, formulas No. 150, 151, and 152, type I,
epoxy-polyamide. This coating system is, like VR-6, well known and widely
used. It consists of a primer, intermediate coat, and topcoat, all of which
are 60-percent volume solids. Total dry film thickness for this coating
system is a relatively low 6 to 9 mils. Initial blistering in SW immersion
took place at 499 hours. There was no blistering on the backs of the panels.
No blistering has occurred after 3582 hours in the FW immersion test. Pulloff
adhesion values were: control, 163 lb/sq in.; after SW immersion, 153 lb/sq
in.; and after QUV exposure, 119 lb/sq in. Chalking was medium with a chalk
rating of 6. Total color difference for the immersion and QUV tests was
medium-to-large with a range of 13.81 to 36.17. There was cracking, but no
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loss of adhesion, in the 1-in. mandrel bend test. The time required before

immersion after the last coat has been applied when the ambient temperature is

750 F is a medium-to-long 7 days. In partial immersion, a compatible weather-

ing topcoat would be advisable if appearance is important.

55. System 19 is based on MIL-P-24441, type I. It is, however, a two-

coat system with 65-percent volume solids. Total dry film thickness is a low-

to-medium 8 to 10 mils. Initial blistering in SW immersion was recorded at

332 hours. There was no blistering on the backs of the panels. No blistering

has occurred after 3582 hours of FW immersion. Pulloff adhesion values were:

control, 233 lb/sq in.; after SW immersion, 132 lb/sq in.; and after QUV

exposure, 98 lb/sq in. Chalking was medium, with a chalk rating of 6. Total

color difference for the immersion and QUV tests was medium-to-large with
values ranging from 13.77 to 27.68. There was cracking, but no loss of

adhesion in the 1-in. mandrel bend test. The time required before immersion

after the last coat has been applied when the ambient temperature is 75 OF is
a medium-to-long 7 days. System 19 performs very similarly to MIL-P-24441,

type I, epoxy-polyamide, but this proprietary system has higher volume solids
and it is a two-coat system. It would be used in the same applications as

MIL-P-24441, type I, and would require a compatible weathering topcoat in

partial immersion, for improved appearance.

56. Systems 20 and 21 are composed of 100-percent solids top and inter-

mediate coats, and a 60-percent volume solids primer. System 21 has an added

proprietary 4-percent volume solids pretreatment before priming. These

bisphenol epoxy-aromatic amine coatings form dry film thickness of 55 to 56

mils. Neither of the systems exhibited blistering after completing 3582 hours

of immersion in both the SW and FW immersion tests. Pulloff adhesion values

were 285 lb/sq in. and 330 lb/sq in., respectively, for the controls. After

the QUV exposure test, the values were 130 lb/sq in. and 213 lb/sq in.,

respectively. Both systems showed heavy chalking, with common chalk ratings

of 4. Total color difference after immersion for both coacing systems was in
the low-to-medium range of 3.15 to 7.43. Total color difference after expo-

sure in the QUV was a medium-to-high 17.10 to 18.90 for both coating systems.
There was cracking and some loss of adhesion in the 1-in. mandrel bend test.

Both systems require only 2 days before immersion after the final coat has

been applied when the ambient temperature is 750 F. A compatible weathering

topcoat would be desirable in partial immersion conditions for appearance.

Data Interpretation Comments

57. As even a cursory examination of the Elcometer pulloff adhesion

data in Tables 5 and 7 suggests, this test has many variables. Although it is

theoretically possible that pulloff adhesion values could increase after
immersion or QUV exposure, the data and visual evidence indicate that vari-
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ability in the test itself had a greater effect. Cutting around the dollies

was a tedious and often difficult task. Damage to the coatings and/or glue

line was largely responsible for the number of invalid tests that appear in

Tables 5 and 7. Incipient failure of the adhesion of the epoxy adhesive to

the topcoat of the coating system was also observed. The thickness of the

test panels had the greatest influence on the actual adhesion values (in
pounds per square inch) that were obtained. Thin (24 to 38 mils) test panels
produce lower Elcometer pulloff adhesion readings than thick (approximately
125 mils) test panels. Thin test panels are not as flat, making it more

difficult to achieve a uniform surface on which to adhere the dollies.

Perhaps even more important, thin test panels are subject to flexing during

the actual pulloff test. Consequently, to estimate the values that would
reasonably be achieved in a "real-life" situation on steel plate, the values
reported in this investigation would have to be subjected to unknown multipli-
ers. Determining these multipliers is beyond the scope of this investigation.

58. Total color difference, A E*ab,is the "distance" between two colors
in L*, a*, b* color space. (Graphic representations of L*, a*, b* color space
appear in Appendix A, Section 2.) Individual color shifts are described by A
L*, A a*, and A b*. For reference, a good commercial color match would have a
A E*ab of 0.5 to 1.5 units. Color shifts as a result of immersion or QUV
exposure have two components; one as a result of immersion and one as a result

of staining from corrosion products generated along the scribe lines or picked
up from the bath. After QUV exposure, there is a color shift caused by

exposure to ultraviolet light and an effect from chalking. (NOTE: When
viewing the photographs in Appendix A, remember that the colors of the test
panels may vary from the actual ones due to the photographic and color
printing processes used to produce this report.)

59. The 1-in. mandrel bending test was included to provide relative
elasticities and resistance to extreme bending stress of the coating systems
tested. Obviously, if a hydraulic structure were to be subjected to the same
relative degree of distortion, it would be severely, perhaps critically, dam-
aged. As expected, polyurethanes and vinyls did better in this test than most

of the other types of coatings. From a practical point of view, all of the
coatings in the investigation showed acceptable performances in this test when
their performances are weighed against the actual degree of bending they would
likely encounter in actual use. However, where ability to resist flexing is a
definite factor in coating selection, these results would be pertinent.

Estimated Costs

60. Table 2 contains figures on the estimated cost per square foot in
dollars for the coating systems investigated. These figures were supplied by
the manufacturers of the coating systems and include materials and apj.ica-
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tion, but exclude surface preparation. Because each coating system is

different, an individual estimate is necessary for each application. The

figures presented are based on "average" conditions and should be used only

for general comparison.

The InvestiQation in Perspective

61. The test data indicate that a number of low-VOC coating systems

should perform satisfactorily under FW immersion conditions. Almost one-third

of the low-VOC coating systems tested should perform satisfactorily in SW

immersion, as well. If appearance is important, most of these high-solids and

100-percent solids coating systems will require compatible weathering top-

coats. This is one of the few drawbacks of this type of coating. However,

the majority of hydraulic structures are in locations where protection is more

important than appearance, so this should not prove to be a widespread or

serious problem. A major advantage of many of the high-solids and 100-percent

solids coating systems is that they require relatively short time periods

between application of the final coat of putting the coated structure back

into immersion service. This time period can be as short as 2 hours to a

relatively short 4 days for many of the coatings that performed well in the

investigation. There are positive economic implications in short downtime.

For example, less lost electric power generation time translates into more

power that can be sold. Short downtime also allows application at times which

are more convenient and less costly to the public or private owners involved.
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PART V: FIELD EVALUATION OF COATINGS

62. Following the laboratory evaluation, a number of the coatings
having superior performance were applied to hydraulic structures for field
evaluation.

63. System 3 was applied to radial gates on a Bureau of Reclamation
structure. This material has a relatively short pot life making application
by brush, roller, or single component airless equipment quite difficult.
Satisfactory applications have been achieved using these methods by mixing
only small amounts of the coating (2 gallons or less) at a time and working
steadily. Thinning is unnecessary if application is by brush or roller. If
thinning is required for spray, up to 5 percent Toluol may be used. Incorpo-
ration of the thinner should consist of adding half the volume of the thinner
to each component before combining the components. The most effective method
of application was found to be plural component airless equipment. No thin-
ning was required for proper application. The target dry film thickness of 16
mils could be achieved using 2 coats regardless of application method provided
the material had not been excessively thinned. After 1 year in service, the
gates were still receiving excellent protection, however, the coating had
chalked and looked somewhat "blotchy." There have since been other appli-
cations where appearance was considered of some importance. For these
applications, two additional coats of a compatible moisture-cure aliphatic
polyurethane coating were applied as weathering coats.

64. System 4 was applied to a tainter gate on the Mississippi River
Lock and Dam 17. Application was conducted through the manufacturer by a
licensed applicator. The product required an unusually large blast profile.
Abrasive blasting using #4 flint grit produced an unacceptable surface profile
of less than 4 mil. Therefore, the steel was reblasted using #7 flint grit.
This produced an acceptable profile. (The profile measurement was in excess of
the capabilities of testex tape and is thought to be in the 6 to 8 mil range.)
Application was conducted using Graco plural component airless equipment. The
components were pumped from the container, through heaters, and into the main
triple cylinder pump unit. (Three cylinders were necessary for 2:1 mix
ratio.) The components passed through a heated hose line and were finally
combined in a series of static mixers located between the body and the tip of
the airless spray gun. The gun was also supplied by a third hose containing
methylene chloride solvent to flush material from the mixers and tip whenever
the application was interrupted. Application was plagued by equipment
problems. Improper cleaning of a transfer pump may have allowed the isocynate
component to crystallize thus requiring replacement of the pump and hoses.
Unsatisfactory temperature controls caused improper mixing, resulting in a
considerable amount of lost time and material. These problems may also be
responsible for some of the early failures noticed with the coating. After
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the problems had been addressed, further application progressed rapidly.

Multiple coats can be used to attain any desired thickness; however, experi-

ence and good applicator techniques are necessary to attain a reasonably

uniform thickness. In the test areas where a 50 mil dry 2ilm thickness was

desired, measured thicknesses ranged from 27 to 97 mils with the majority of

the readings in the 40 to 55 mil range. The material was set-to-touch in less

than an hour; however, it was still soft enough to be dented with the thumb

nail the following day. After one winter it was found that many of the rivet

heads on the downstream waterline area were showing bare steel. After the

second winter, these rivet heads were almost 50 percent bare. There were a

few scratches through the coating and there was a significant area of

intercoat delamination. This delamination probably was the direct result of

the application problems. There was no blistering or other form of coating

failure in areas of low abrasion.

65. System 7 was applied to the downstream face of a tainter gate on

the Mississippi River Lock and Dam 17. The system is composed of two coats of

quite typical two-component epoxies. The materials were applied using a

single component, Graco airless unit having a 619 tip. Thinning was not

necessary. The primer and the topcoat were applied on successive days.

Thickness of the primer ranged from 3.8 to 5.5 mils. Total thickness ranged

from 7.8 to 15 mils with most readings in the 9 to 12 mil range. After the

first winter, the coating appeared to be in near new condition having no signs

of defects or damage. After the second winter, however, it was evident that

significant failure was taking place. Rivet heads at the downstream waterline

were approximately 40 percent bare and the entire underwater area was showing

signs of generalized rusting to the extent that the gray coating has taken on

a light brownish appearance. Atmospheric areas were showing signs of mild

chalking but no other defects.

66. System 9 was initially selected for field application. However,

researchers learned that the manufacturer is no longer in business.

67. System 10 was applied to the downstream face of a tainter gate on

the Mississippi River Lock and Dam 17. The system is composed of two coats of

quite typical two-component epoxies. The materials were applied using a sin-

gle component, Graco airless unit having a 619 tip. Thinning was not neces-

sary. The primer and the topcoat were applied on successive days. Thickness

of the primer ranged from 6.0 to 9.0 mils. Total thickness ranged from 11.0

to 18.0 mils with most readings in the 14 to 15 mil range. After the first

winter, the coating appeared to be in near new condition having no signs of

defects or damage. After the second winter, however, it was evident that

failure was taking place. Rivet heads at the downstream waterline were

approximately 25 percent bare and the entire underwater area was showing

initial signs of generalized rusting. Atmospheric areas were showing signs of

chalking but no other defects.
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68. System 11 was applied to radial gates on a Bureau of Reclamation

Structure. The system consists of multiple coats of a typical two-component

epoxy. The system was applied using a single component airless unit. No

thinning was necessary. Application properties were excellent. During one

portion of the application, the weather was quite cool so a manufacturer's
recommended accelerator was added to the coating before application. The

coating was applied in 5 coats producing a minimum dry film thickness of 16

mils. In this application, each coat was a different color so the depth and

rate of wear experienced in service could be monitored. In another applica-

tion, the material was applied to a minimum of 16 mils dry film thickness in
two coats. And a two-component polyurethane topcoat was added to improve

weathering characteristics. The time of exposure of these systems has not

been long enough to determine performance characteristics.
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PART VI: CONCLUSIONS

69. The most severe laboratory test was the SW immersion test. Seven

coating systems of varied generic types survived this test and the FW

immersion test without blistering. They outperformed the widely used System

15 (VR-6 vinyl resin coating system) and System 18 (MIL-P-24441, type I,

epoxy-r9lyamide coating system), both of which blistered in the SW immersion

test. None of the coating systems that blistered in the FW immersion test

successfully resisted blistering in the SW immersion test. The coating

systems that did not blister in either immersion test were:

System 4 - A nonelastomeric polyurethane, self-priming, target dry
film thickness (TDFT) 50 mils.

System 8 - An epoxy-polyamide primer containing zinc chromate
pigment with an epoxy-polyamide intermediate coat and an epoxy-
cycloaliphatic polyamine, modified, topcoat, TDFT 9 mils.

System 9 - An epoxy-polyamine, self-priming (can be applied under
water), TDFT 9 to 13 mils.

Systems 16 and 17 - Highly modified styrene polyesters, 2 percent
MEK peroxide hardener, primer, intermediate coat, and topcoat, TDFT
26 to 34 mils.

* Systems 20 and 21 - Bisphenol epoxy-aromatic amine; primer, inter-
mediate coat, and topcoat (System 21 received a proprietary
pretreatment before the primer was applied), TDFT 55 to 56 mils.

70. The commonly used VR-6 vinyl resin and the MIL-P-24441, type I,

epoxy-polyamide coating systems performed satisfactorily (did not blister) in

the FW immersion test, as did the following 11 high-solids and 100-percent

solids coating systems of varying generic compositions:

" Systems 1 and 23 - Elastomeric aromatic polyurethane, isocyanate
polyol primer, TDFT 32 mils.

" Systems 2 and 24 - Elastomeric aromatic-aliphatic polyurethane,
isocyanate polyol primer, TDFT 32 mils.

* System 3 - Epoxy-amine, self-priming, TDFT 16 mils.

• System 7 - Epoxy-polyamide primer with an epoxy-cycloaliphatic
polyamine topcoat, TDFT 9 mils.

System 10 - Cycloaliphatic amine cured epoxy, primer and topcoat,
TDFT 10 to 13 mils.

• System 11 - Epoxy-polyamide, self-priming, TDFT 16 mils.

• System 12 - Coal-tar epoxy, self-priming, TDFT 20 mils.

* System 13 - Epoxy-polyamide self-priming, TDFT 12 mils.

* System 19 - Proprietary primer and topcoat system based on MIL-P-
24441, type I, but with higher volume solids, TDFT 8 to 13 mils.
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71. Film thickness was not a significant factor in determining coating

performance in the immersion tests or in the QUV accelerated weathering tests.

The generic type of coating system, not the film thickness, was the major

factor determining performance in the 1-in. mandrel test. Six polyurethane

and three vinyl coating systems of varying thicknesses had no cracking or loss

of adhesion; only one epoxy coating system exhibited these results. No clear

pattern of control adhesion values and their connection to film thickness

values emerged from the Elcometer pulloff adhesion tests. Film thickness

could, however, be of more significance in the field. If two coating systems

have the same yearly rate of chalking, erosion, etc., the thicker coating will

have a greater remaining thickness at any given time.

72. An appreciable number of the high-solids and 100-percent solids

coating systems tested are suitable candidates for further testing in the

field, based on the laboratory testing conducted during the investigation.

These coating systems are specifically identified in Part VII: RECOMMENDA-

TIONS. The coating systems recommended are ones that did'not blister in the

SW and/or the FW immersion tests. The overall laboratory testing data for

these systems indicate they will perform at least as well as the VR-6 vinyl

coating system (System No. 15) and the MIL-P-24441, type I, coating systems

(System No. 18). If the same generic type of coating systems have equal, or
very nearly equal, performance properties, one coating system should be chosen

to represent the generic group.

73. This investigation has provided data on immersion resistance,
accelerated weathering resistance, flexibility, pot life, recoating and curing

times, methods of application, generic description, recommended film thick-
ness, VOC content, volume of solids, and sequence of coats (Tables 1 through

8). This data can be used to write performance specifications. Adhesion

values were also obtained and could be used subject to a caveat concerning the

effect of test panel thickness.

74. The data from the QUV accelerated weathering test indicate that
some of the coating systems weather reasonably well, from an appearance

standpoint, but an appreciable number of systems do not. Appearance is of
secondary importance to performance in most hydraulic .cructure applications.

However, where appearance above the waterline is important, practically all
manufacturers have available, or can recommend, compatible, good weathering

topcoats.

75. Many of the high-solids and 100-percent solids coating systems
tested require special application equipment (special in the sense that the

equipment differs in one or more features from "conventional" air and airless

spraying equipment). This equipment is available from major equipment

suppliers and is already being used by a number of industrial coating

contractors. Some of the manufacturers of the coatings tested have licensed

or approved applicators for their coating systems. However, all of the
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systems tested must be properly applied over correctly prepared surfaces if

they are to perform satisfactorily, or to reach their maximum potential. In

this respect, they do not differ from "conventional" coating systems.

76. The higher costs associated with high-solids and 100-percent solids

coating systems can be illusory. Higher material and/or application costs can

be offset by shorter downtimes and lower long-term coating costs. Cost

analysis of these coating systems should be based on a life-cycle basis, cost

per square foot per year of satisfactory service, not initial cost.

77. The data acquired in the investigation provide control points for

the performance recorded under the sets of conditions and film thicknesses in

force at the time of testing. These control points will prove useful for

future investigations of the effects of changing the film thickness, number of

coats, conditions of testing, etc., for any of the coating systems in the

investigation.

78. The field evaluation work has highlighted some important concerns

relating to both application and performance. Perhaps the most important

concern is the ease of application of some of the modern coatings. Whereas

coatings 3, 7, 10, and 11 were easily mixed and applied using common single

component airless spray equipment and indeed could have been applied by other

methods such as brushes and rollers, System 4 proved difficult to apply even

for a manufacturer's licensed applicator. It appeared to require very precise

mixing ratios, temperature controls, and meticulous cleaning of equipment. It

is doubtful that a Corps of Engineers inspector could have recognized appli-

cation irregularities that might have resulted in coating failure. In fact,

the coating manufacturer must not have recognized the defect that lead to the

observed delamination problem. If a Corps of Engineers installation elects to

have a coating system of this nature applied, the contract should include

manufacturer liability requiLements to ensure setisfactory application and

performance.
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PART VII: RECOMMENDATIONS

79. Based on laboratory testing, the following coating systems are

recommended for field testing under either SW or FW immersion conditions:

" System 4 - A nonelastomeric polyurethane, self-priming.

" System 16 or 17 - Highly modified styrene polyesters; 2 percent MEK
peroxide hardener; primer, intermediate coat, and topcoat. System
17 has an intermediate coat containing a silica-type filler
material; System 16 has an unfilled intermediate coat. System 17
had slightly higher control and QUV Elcometer pulloff adhesion
values.

* System 2v or 21 - Bisphenol epoxy-aromatic amine; primer, interme-
diato coat, and topcoat. System 21 has a proprietary pretreatment
before priming. System 20 has no pretreatment. System 21 had
slightly higher control and QUV Elcometer pulloff adhesion values.

80. Based on the laboratory testing the following coating systems are

recommended for field testing under FW immersion conditions only:

& System 1 - An elastomeric aromatic polyurethane; isocyanate polyol
primer applied with peaks of blasting profile covered, but profile
still showing.

0 System 2 or 24 - Elastomeric aromatic-aliphatic polyurethanes; iso-
cyanate polyol primer. System 24 differs from System 2 in that
System 24 has the primer applied and its film thickness measured
conventionally instead of being applied like the primer in System
1.

0 System 3 - An epoxy-amine, self priming.

0 System 7 - Epoxy-polyamide primer with an epoxy-cycloaliphatic
polyamine topcoat.

0 System 10 - Cycloaliphatic amine cured epoxy, primer and topcoat.
(Of the coating systems tested, System 10 was the most similar in
application properties to a conventional low-solids epoxy coating
system.)

0 System 11 - An epoxy-polyamide, self-priming.

81. The results of the investigation suggest additional avenues of
exploration. For example, the combination of compatible elements of different

generic systems to upgrade such properties as immersion, abrasion, and weath-
ering resistance should be explored. Such systems already exist for bridges
and other structures, a notable example being the well known inorganic zinc/
epoxy/aliphatic polyurethane coating system. Coating manufacturers as well as

coating users need to be involved in this type of an investigation.

82. The lack of universally accepted and appropriate performance

specifications is a major difficulty experienced when specifying the use of
high-solids and 100-percent solids coatings. The data acquired during this
investigation could be used, in part, to create such specifications. Specifi-

cations and standards writing organizations such as the Steel Structures
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Painting Council, ASTM, and the National Association of Corrosion Engineers

should be encouraged to develop and approve specifications for these types of

coating systems as a high priority activity, as should appropriate groups

within Government. AnotLar major difficulty is the lack of quic.er accelerat-

ed test procedures for high-performance coatings, such as the coatings in this

investigation. Efforts to develop better and quicker accelerated test proce-

dures for high-performance coatings should be supported.
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APPENDIX A: PHOTOGRAPHS OF THE
LABORATORY EQUIPMENT AND TEST PANELS

Section 1: Laboratory Equipment A2
Section 2: L*a*b* Color Space Illustrations A8
Section 3: Immersion Tests All
Section 4: QUV Accelerated Weathering Tests A36
Section 5: Mandrel Bend Tests A49

Note: The photographs may not represent the exact colors of the test panels.
This is partially due to color shifts that take place during printing and
reproduction, and partially due to lighting, shooting angles, etc., that
maximized the visible effects of the tests. However, the best possible
representation is provided.
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Section 1: Laboratory Equipment

A2



Application of a Coating System to the Testing Panels

n Mn e T

I-Inch Mandrel Bend Test



Minolta CR-200b Chrorna Meter

QUV. Accelerated Weathering Apparatus

A4



Inland UNI-BLASTER SB-7 Media Blasting Cabinet

Tn~ici Vipw nf the Media Blastiiq Cabinet T esting Panel in Position



454

Saltwater Immersion Test

Freshwater Immersion Test

A6



Elcometer Pull-ott Adhesion~ fester with Accessories

A7



Section 2: L*,a*,b* Color Space Illustrations

Note: These illustrations appear in Precise Color Communication (figures 7
and 8) and Chroma Meta CR-200, Cr-231 (page 57) published by the Minolta
Corporation, Meter Division, 101 Williams Drive, Ramsey, New Jersey 07446.
The illustrations are used with the permission of the Minolta Company,
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Total color difference aE*,, is also measured using the L* a*b' color coordinates and defined by the
equation below.

.AE *at = v~V:--2 + (a') 2 + (ilb )2

L'a'b* color space and color difference AE*'ao

White

COLOR SPACE

Green - - a - /-b--+a*-Re

Blue

Blacx
A: Target color
B: Sample's color
A': Target color at the same lightness level as sample's color

A9



Yellow
Fig. 7: Lab color chart

(hue and chroma) +b *

Hue

Bluee

Al 0



Section 3: Immersion Tests

All
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Section 4: QUV Accelerated Weathering Tests
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Section 5: Mandrel Bend Tests
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